S ARY OF CO ENTS oM D NS

PROPONENT: Manitoba Hydro
PROPOSAL NAME: Gillam 138 - kV Transformer Station Project
CLASS OF DEVELOPMENT: 2
TYPE OF DEVELOPMENT: Transmission
CLIENT FILE NO.:  5025.00

OVERVIEW:

The Proposal was dated February 25, 2004 and received on March 1, 2004. The
advertisement of the Proposal read as follows: '

“ A Proposal has been filed by Manitoba Hydro to construct and operate a new 138 - 12
kilovolt transformer station in the Town of Gillam. The new station is required to meet
electrical load growth requirements in the community. A 250 m long transmission line
tap from the existing 138 kV transmission line (Kelsey Station to Kettle Rapids Station)
will be required to connect to the proposed transformer station to Manitoba Hydro’s
existing system. The existing Gillam Station and transmission line tap will be salvaged
once the new station is in service. In service is targeted for the fall of 2004.”

The Proposal was advertised in the Thompson Nickel Belt News on March 15,
2004. It was placed in the Manitoba Eco-Network, the St. James — Assiniboia Public

Library, the Flin Flon Public Library. It was also distributed to the "Transportation” TAC
members for comment. All comments were requested by April 14, 2004..

COMMENTS FROM THE PUBLIC:

No comments were received from the public in response to the Environment Act
advertisement of the Proposal.

COMMENTS FROM THE TECHNICAL ADVISORY COMMITTEE:

Historic Resources .No concerns

Mines Branch No concerns

Petroleum Brnach No concerns

Agriculture No concerns

Intergovernmental Affairs No land use or development concerns

Conservation (Policy Coordination Branch) Note that there may be an adverse impact
by the encroachment of the dead-end tap on a nearby snowmobile trail.

Disposition: Several solutions have been proposed, and it is anticipated that the matter
will be resolved between the proponent and the local snowmobile club.






