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LINER THICKNESS CONFIRMATION AND HYDRAULIC CONDUCTIVITY TEST
EIGHT TEST HOLES WERE DRILLED FOR CLAY LINER THICKNESS CONFIRMATION. THREE CORE
SAMPLES WERE COLLECTED AND TWO OF THEM WERE TESTED FOR HYDRAULIC CONDUCTIVITY.
THE TESTED HYDRAULIC CONDUCTIVITIES WERE REPORTED AS 7.5 X 10 -9 cm/s AND 3.2 x 10 -8 cm/s.

2019-02-28



3
'-
8
"

APPROX 20' 10' 33'

EXT.
5

1 EL. 108'-2"

TOP OF
PERIMETER BERM

8
'-
2
"

4
INT. 1

REMOLDED CLAY LINER 1m (3'-3")
THICK ALL SIDES AND BOTTOM

NOTE: FOR CLARITY, FENCE IN THIS
      VIEW IS NOT SHOWN

CROSS-OVER PIPE c/w VALVE

30'

1
4
INT.

TOP OF
COMMON BERM

EL. 107.0'

EL. 100.0'

TOP OF
CELL #2 FLR.

30'15'

1INT.
4

8
'-
2
"

TOP OF
CELL #1 FLR.

EL. 100.0'

5" THK. REINFORCED 10'x10'
CONCRETE SPLASH PAD

5" THK. REINFORCED 9'x10'
CONCRETE SPLASH PAD

9' 10'

INTERIOR BANK OF EARTHEN MANURE
STORAGE BASIN

10'

5" THK. REINFORCED 10'x10'
CONCRETE SPLASH PAD

4
"

TERMINATE PIPE
6' PAST BERM WALL

FIRST CELL FLOOR

12'

5" THK. REINFORCED 12'x10'
CONCRETE SPLASH PAD

1'

3'-3" 8'-9"

INFLUENT LINE FROM LIFT STATION

F:\CLIENT\
PROJECT\DWG

PROJECT NUMBER:

PROJECT TITLE

DRAWN CHECKED

SCALE X'REF PATH(S)

LEGAL DESCRIPTION

CLIENT

DESIGNED

DATE

COPYRIGHT RESERVED. THIS DRAWING AND DESIGN IS AND AT ALL TIMES
REMAINS THE EXCLUSIVE PROPERTY OF DGH ENGINEERING LTD.  AND SHALL
NOT BE USED WITHOUT THE ENGINEER'S CONSENT IN WRITING. THE
CONTRACTOR SHALL CHECK AND VERIFY ALL DIMENSIONS AND REPORT ALL
ERRORS AND OMISSIONS TO THE ENGINEER IN WRITING. DO NOT  SCALE THIS
DRAWING. THIS DRAWING SHALL NOT BE USED FOR CONSTRUCTION OR
BUILDING PERMIT PURPOSES UNTIL SEALED AND SIGNED.

ENGINEER'S SEAL

ISSUE

REVISION

NO. DATE DESCRIPTION INITIAL
REV.

COPYRIGHT 2012

PRINTED DATE:

ROCK LAKE
HOLDING LTD.

BOX 10
GROSSE ISLE, MB.

R0C 1G0

DOMESTIC WASTEWATER
TREATMENT LAGOON

SE 1-13-1W
12-1-1047-009-10

R00

CONSTRUCTION
DETAILS & NOTES
.

L2CL TSS .

DEC/2012 AS NOTED

2012

01 12/12/20 ISSUED FOR CONSTRUCTION TSS
02 19/02/25 RECORD DRAWING JF
. . . .
. . . .
. . . .

. . . .

. . . .

. . . .

. . . .

. . . .

. . . .

. . . .

2/25/2019 3:54:28 PM

RECORD DRAWING

SECTION THRU PERIMETER BERM

SECTION THRU COMMON BERM

CROSS-OVER SPLASH PAD DETAIL (SECONDARY CELL)

INFLUENT LINE PAD DETAIL

2019-02-28



STONE RIP-RAP
6" & UP

PVC DISCHARGE
PIPE LINE

TOP OF LAGOON BERM

4
'

6'

4'

TOP OF LAGOON FLOOR

STONE RIP-RAP
6" & UP

PVC DISCHARGE
PIPE LINE

8'

3'

RIVERBED

8'

3'

END OF PIPE TO BE
SCREENED TO PREVENT
ENTRY BY WILDLIFE

F:\CLIENT\
PROJECT\DWG

PROJECT NUMBER:

PROJECT TITLE

DRAWN CHECKED

SCALE X'REF PATH(S)

LEGAL DESCRIPTION

CLIENT

DESIGNED

DATE

COPYRIGHT RESERVED. THIS DRAWING AND DESIGN IS AND AT ALL TIMES
REMAINS THE EXCLUSIVE PROPERTY OF DGH ENGINEERING LTD.  AND SHALL
NOT BE USED WITHOUT THE ENGINEER'S CONSENT IN WRITING. THE
CONTRACTOR SHALL CHECK AND VERIFY ALL DIMENSIONS AND REPORT ALL
ERRORS AND OMISSIONS TO THE ENGINEER IN WRITING. DO NOT  SCALE THIS
DRAWING. THIS DRAWING SHALL NOT BE USED FOR CONSTRUCTION OR
BUILDING PERMIT PURPOSES UNTIL SEALED AND SIGNED.

ENGINEER'S SEAL

ISSUE

REVISION

NO. DATE DESCRIPTION INITIAL
REV.

COPYRIGHT 2012

PRINTED DATE:

ROCK LAKE
HOLDING LTD.

BOX 10
GROSSE ISLE, MB.

R0C 1G0

DOMESTIC WASTEWATER
TREATMENT LAGOON

SE 1-13-1W
12-1-1047-009-10

R00

DISCHARGE DETAILS
.
.

L3CL TSS .

DEC/2012 AS NOTED

2012

01 12/12/20 ISSUED FOR CONSTRUCTION TSS
02 19/02/25 RECORD DRAWING JF
. . . .
. . . .
. . . .

. . . .

. . . .

. . . .

. . . .

. . . .

2/25/2019 3:54:33 PM

RECORD DRAWING

A

B

INSIDE WALL OF LAGOON

1'

4'

EXISTING NATURAL GRADE

NEW VALVE FOR 10"Ø PVC PIPE

SLOPE PIPE 1%

SLOPE PIPE 1%

BANK OF COLONY CREEK

VALVE STEM

NOTE: (AT PIPE INLET, LAGOON SIDE)
MIN. 3" THK. "BENSEAL", "HOLE-PLUG" OR OTHER APPROVED BENTONITE
SEALANT AROUND PIPE FOR A MIN. 3' LONG

8'-0"

LAND PROFILE - EFFLUENT PIPE LINE

SECTION "A" SECTION "B"

7'-0"

2019-02-28


	Sheets and Views
	INDEX COVER SHEET & DRAWING INDEX
	PAPER

	C1 SITE PLAN
	PAPER

	L1 PLAN VIEW, SECTIONS & DETAILS
	PAPER

	L2 CONSTRUCTION DETAILS & NOTES
	PAPER

	L3 DISCHARGE DETAILS
	PAPER



