
 

 

 

 

 

 

 

 

 

 

 

APPENDIX E 
PLANS & DETAILS 

 

 



FIGURE 1- WASTEWATER TREATMENT FACILITY
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FIGURE 3 - FACILITY PIPEWORK LAYOUT
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FIGURE 5 - PLANT ISOMETRIC VIEW 01
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FIGURE 6 - PLANT ISOMETRIC VIEW 02
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FIGURE 7 - RAS/WAS PUMP STATION
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